Measures to mitigate tsunami disaster damage to drainage pump stations in coastal areas were studied by conducting a field survey of drainage pump stations that suffered a great deal of damage from the 2011 Tohoku Pacific Ocean Tsunami, and by performing an experiment with a hydraulic model. The field survey showed that the spatial relationship between the pump house and the water discharge tank greatly affected the level of damage suffered by the drainage pump station from the disaster. The ability of the water discharge tank to dissipate the tsunami energy was examined in a hydraulic model experiment. The result showed that even if the tsunami wave height exceeded the height of the water discharge tank, the wave force in the direction of movement of the tsunami wave was reduced.
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